PRESSURE
GAUGE (TYP)

N.O. CONTROL

VALVE BYPASS

DIRECT
ACTING

SIGNAL———— -

1/2”

GATE VALVE
(TYP)

LPS

SAME SIZE AS
COIL OUTLET
CONNECTION

F&T TRAP

(3D TEST TEE
STEAM COIL PIPING DETAIL

(ON/OFF FLOW THROUGH PREHEAT COIL)

VACUUM BREAKER

AR VENT C 1D

PREHEAT COIL

GLOBE VALVE (TYP)

BYPASS

SCALE: NONE

NOTE:

1 SEE SHEET 3 FOR PNEUMATIC CONTROL DIAGRAM.
2 SEE SHEET 4 FOR DESIGN NOTES.

4
—/

KEYED NOTES

(1D LOCATE AIR VENT AND VACUUM BREAKER

DOWNSTREAM OF CONTROL VALVE IN PIPING

HIGH POINT.

(2D INSTALL SWING JOINTS AT COIL
CONNECTIONS.

@ LOCATE TEST TEE WITH 1/2” VALVE AND
PLUG IN BOTTOM OF CONDENSATE LINE.
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APP
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STEAM COIL PIPING
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